FINISH GRADE

18" CAST IRON 910
— VALVE BOX TOP
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2" SQ. OPER. NUT\

8" MAX.

2 1/2°x 2 1/2"x 3/8” LONG
STEEL FLAT BAR

3"x 3"x 3/8"x 2" LONG
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1" SCH. 80 STEEL PIPE SHAFT
OR 1” SOLID STEEL ROD

-

1/8" MINIMUM
1/4” MAXIMUM
CLEARANCE

\ ROCK GUARD 1/4”" STL. PLATE

N TO BE 5 3/4” DIAMETER
W/HOLE IN CENTER TO
ACCOMODATE MOVEMENT
OF SHAFT

SUPPORT COLLAR WELDED
TO SHAFT

T/

/— ASTM 3034 PVC PIPE

1) EXTEND 2" NUT TO WITHIN 18" OF FINISH GRADE
WHEN VALVE NUT IS DEEPER THAN 3 FEET FROM

FINISHED GRADE
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